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LIGHT POLE PER LIGHT
FIXTURE SCHEDULE

3"x5" REINFORCED HAND HOLE WITH
TAMPER RESISTANT SCREWS.
PROVIDE IN-LINE SCREW-TYPE FUSE
HOLDER(S) WITH FUSE(S).

POLE GROUNDING STUD

2-PIECE BOLT COVER PLATE.

PVC CONDUIT ADAPTER
COUPLING

PVC CONDUIT

RIGID STEEL CONDUIT

UNDISTURBED SOIL OR
SELECT BACKFILL
COMPACTED

1" EMPTY  CONDUIT
WITH CAP

FINISHED GRADE

ANCHOR BOLTS PER POLE
MANUFACTURER'S REQUIREMENTS
WITH LEVELING NUTS ABOVE &
BELOW BASE PLATE

2
'-6

"
2
'-0

" 
M

IN

CONCRETE BASE &
REINFORCING STEEL

CAST METAL
"WHILE-IN-USE"
WP COVER(S) &
RECEPTACLE(S).

CAST METAL, 2-GANG, NEMA
3R JUNCTION BOX WITH
THREADED HUBS.

RIGID STEEL CONDUIT
FOR WIRING

1
2
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m
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A

X
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SECTION "A-A"

ELEVATION

RIGID STEEL CONDUIT
FOR SUPPORT PER N.E.C.
ART. 314

ROOF PENETRATION AND
CONDUIT SUPPORT PER
SD260533-04

SEISMIC OR EXPANSION
JOINT. FIELD VERIFY
ACTUAL CONDITIONS &
LOCATIONS.FLOOR OR ROOF STRUCTURE.

FIELD VERIFY ACTUAL
CONDITIONS, TYP.

STRUCTURAL MEMBER
(BEAM, JOIST, ETC.), TYP.

JUNCTION BOX, TYP
(SIZE AS REQUIRED)

CONDUIT
TRAPEZE PER
SD260533-02, TYP.

3'-0" MAX

[914mm]

BEAM
CLAMP, TYP.

CONDUIT,
TYP.

15" FLEXIBLE GALVANIZED STEEL
CONDUIT WITH CONDUCTORS &
GREEN INSULATED EQUIPMENT
GROUNDING CONDUCTOR.

INTEGRAL GALVANIZED
LIPPED STEEL
MOUNTING CHANNEL

STEEL EXPANSION
ANCHOR

JUNCTION BOX (SIZE
AS REQUIRED)

CONDUIT COMPRESSION
FITTING

SPRING NUT

ROOFTOP RECEPTACLE INSTALLATION DETIAL
NO SCALE

POLE BASE DETAIL
NO SCALE

CONDUIT JOINT CROSSING DETAIL
NO SCALE

FLUSH MOUNTED TELEVISION OUTLET DETAIL
NO SCALE

TELEVISION WALL OUTLET ELEVATION
NO SCALE

TELECOMMUNICATIONS OUTLET #1 ELEVATION
NO SCALE

TELECOMMUNICATIONS OUTLET #2 ELEVATION
NO SCALE

COMMUNICATIONS CABLING SUPPORT DETAIL
NO SCALE

THIS DETAIL APPLIES TO THE SYMBOL      OR   
SHOWN ON THE FLOOR PLANS.

NOTES:
1.

FLOOR

CEILING
REMOVABLE TYPEWITH PULLCORD BY EC.

1" CONCEALED CONDUIT

W/ SINGLE GANG PLASTER
4"x 4"x 2 1/2" BACKBOX

RING RECESSED IN WALL

FINISH CEILING

= 48"AFF

1.

NOTES:

ON THE FLOOR PLANS.
THIS DETAIL APPLIES TO THE SYMBOL      SHOWN

DATA/PHONE
CABLING

CEILING
REMOVABLE TYPE

OUTLETS
TELEPHONE
DATA AND

MTD 18" AFF BY EC, UNO.

WITH PULLCORD BY EC.

RING RECESSED IN WALL,

1" CONCEALED CONDUIT

4"x 4"x 2 1/2" BACKBOX
W/ SINGLE GANG PLASTER

FLOOR

FINISH CEILING

VARIES, SEE DWGs

CEILING
BUSHING ABOVE REMOVABLE TYPE
TERMINATE CONDUIT W/ INSULATED

CORRIDOR CORRIDOR

OUTLET FACEPLATE

(1)-RG6/U COAX CABLE

4"x4"x2-1/2"D
OUTLET BOX

OUTLET LABEL

SINGLE GANG
PLASTER RING

1" CONDUIT STUBBED
ABOVE FINISHED CEILING

BLANK MODULE

MODULE WITH (1)-F
CONNECTOR

TV
THIS DETAIL APPLIES TO THE SYMBOL                   SHOWN
ON THE FLOOR PLANS.

NOTES:
1.

REMOVABLE TYPE
CEILING

FLOOR

TERMINATE CONDUIT W/ INSULATED
BUSHING ABOVE REMOVABLE TYPE
CEILING BY EC

FINISH CEILING

MIN
6"

W/ SINGLE GANG PLASTER
4"x 4"x 2 1/2" BACKBOX

RING RECESSED IN WALL,
MTD 12" BELOW CEILING

POWER DUPLEX
RECEPTACLE

W

VT

WIRE BASKET

PHONE
CABLING6"

VARIES, SEE DWGs

CEILING
BUSHING ABOVE REMOVABLE TYPE
TERMINATE CONDUIT W/ INSULATED WIRE BASKET

OR 18" AFF, COORDINATE
W/ ARCHITECT

ALL CABLE SUPPORTS SHALL BE SPECIFICALLY MANUFACTURED TO 

REFER TO MANUFACTURER'S RECOMMENDATIONS FOR MAX LOADING,

FOR CABLE SUPPORT. OTHER ALTERNATIVES MUST BE SUBMITTED
NECESSARY FOR CABLES TO COMPLY WITH EIA/TIA REQUIREMENTS 

4.

TRI-HOOK

SUPPORT HIGH SPEED COMMUNICATIONS CABLES.

APPLICATION REQUIREMENTS, AND SECURING TO STRUCTURE.

ALL SUPPORTS SHALL BE SPACED ON 5'-0" MAX CENTERS.

TO THE ENGINEER FOR APPROVAL PRIOR TO INSTALLATION.

SECONDARY PATHWAY CABLE SUPPORTS ARE TO BE USED AS 

NOTES:

2.

3.
"J"-HOOK W/ HOOK AND
LOOP CABLE STRAP

SUPPORT BAR

BOLT ON FASTENER, USE 

RECOMMENDED FASTENER
APPLICATIONS ARE REQD

MANUFACTURERS

ROUTE CABLES VIA SECONDARY PATHWAY FROM PRIMARY  PATHWAY
(WIRE BASKET IN CORRIDOR) DIRECTLY TO ROOM BEING FED. DO NOT
ROUTE CABLES THROUGH ANY ROOM OTHER THAN THE ROOM BEING
FED.  IF CABLES MUST BE FEED THROUGH ROOMS OR AREAS WITHOUT
WIREBASKET, ROUTE NOW MORE THAN FOUR CAT 6 CABLES IN A 1"C.

5.

1.

RG-6/U COAX
TV CABLING

PROVIDE CABLE BACK TO TELECOM ROOM 110A.  COIL
15' SLACK CABLE ABOVE AREA DESIGNATED AS CABLE
TV EQUIPMENT ON DRAWING EK4.01.  TERMINATION OF
CABLE WITHIN ROOMS BY OTHERS

MIN
6"

MIN

(8)-#7 BARS

#3 TIES
@12" OC

2'-0"Ø
SONOTUBE

1
5
"

L
A

P

3"

SECTION A-A

A A

DOUBLE DOOR SECURITY DETAIL
NO SCALE

FINISHED FLOOR

JUNCTION
BOX,

SIZE AS
NEEDED

CONDUIT FOR DOOR
CONTACT.  PROVIDE CONDUIT
TO DOOR FRAME, CAP WITH
INSULATED BUSHING

CARD READER MOUNTED ON
ENTRANCE SIDE OF DOOR

120V AC HOME RUN AS
SHOWN ON DRAWINGS

CONDUIT FOR ELECTRIC LOCK

PROVIDE 300VA
120V-24V STEP DOWN
TRANSFORMER IN BOX

REQUEST TO EXIT MOUNTED ON
EGRESS SIDE OF DOOR.  PROVIDE
CONDUIT TO DOOR FRAME, CAP
WITH INSULATED BUSHING

NOTES:
THIS DETAIL APPLIES TO THE SYMBOL           SHOWN
AT DOUBLE DOORS ON THE FLOOR PLANS.  SPECIFIC
VARIATIONS MAY BE NEED AT CERTAIN DOORS, SEE
FLOOR PLANS FOR ANY NOTED ADJUSTMENTS.

DHW

1.

COORDINATE FINAL LOCATION OF BOXES WITH
ARCHITECT BEFORE PERFORMING ROUGH-INS.

2.

OUTLET BOXES PROVIDE OUTSIDE OF BUILDING
SHALL BE WEATHERPROOF.

3.

J

1" CONDUIT BACK TO HEADEND
EQUIPMENT FOR SIGNAL CABLING

J
EL

J
EL

CR

J
REX

J DCJ DC

EMPTY 3/4"C W/
NYLON PULLCHORD
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